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NOTE: CONTROL PANEL SIDE
1. 25 mm THICK & 26Kg/m3 DENSITY FOAM GLUED TO ALL INSIDE FACES OF = WALLS, DOORS, anN qa

TT
ALTERNATOR SIDE EXCEPT LOUVER AREA. " " = F
2. USE ONLY Zn WITH BLUE PASSIVATED FASTNERS. = 1 m
3. CANOPY PARTS TO BE POWDER COATED IN PE BLUE EXCEPT ROOF AND DUCT LOUVERS WHICH m “ “ n
ARE IN RAIL 5000 STRUCTURE FINISH. @ [l m
4, SHEET THICKNESS FOR ALL DOORS, ROOF AND STIFFNERS IS 1.6mm AND CANOPY BEAMS & m “ “ o -
COLUMNS SHEET THICKNESS ARE IN 1.2mm THK. CRCA SHEET. = 0 - - - - = ANn |1
5. SHEET MATL. FOR PRESSED CHANNELS IN MAIN FRAME CRCA 3 THK. AND SUBFRAME CRCA M “ “ I~
3THK. a 1 =
6. ALL JOINTS BETWEEN ROOF, COLUMNS AND TOP BEAMS ARE TO BE PASTED WITH 25 mm WIDTH M “ “ m
BY 2mm THICK NOISE INSULATING TAPE TO AVOID NOISE LEAKAGES. 1 <
7. TOLERANCE ON OVERALL DIMENSIONS IS +10mm. “ “
8. ALL DOORS RUBBER BIDDING BULB DIA. 12mm. ~F S U E
9. ALL DOOR LOCKS & HINGES ARE IN STAINLESS STEEL. 2300
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